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P

Resuits Report

Order ID:  0806045(

)

Blum Water Solutions, LL.C Project: 531 Upper Church Rd
210 Fretz Road

Teiford, PA 18969 Parkasie, PA 18944
Aftn:  Sue Blum

Sample Number: 09060450-01 Site: Kitchen Sink Customer Sample iD:
Collector; JZW-SWTL Collect Date: 6/8/2009 10:28 AM Sampie Type: Grab

MPN/100mL 6/8/2009 5:30:00 PM

E. coli Absent Pass
g Total Coliform o 16 MPN/100mL 0 6/6/2009 5:30:00PM SRS
Chioride 38.9 mg/l 250 Pass 6/9/2008 9:41:00 AM RAM
Nitrate as N 23 mglL. 10 Pass 6/9/2009 9:41:00 AM RAM
Sulfate 234 mg/l. 250 Pass 6/9/2009 9:41:00 AM RAM
Fluoride <0.2 mgfiL 4 Pass 6/9/2009 9:41:00 AM RAM
Nitrite as N <01 mgil. 1 Pass 6/9/20090 9:41:00 AM RAM
Mercury, Total <(.0002 mg/l. 0.002 Pass 6/15/2009 12:50:00 PM RPV
Lead (Flushed) <0.003 mg/L 0.5 Pass 6/11/2009 2:53.00 PM  RPV
Chromium <(.002 mgil. 6.4 Pass 6/9/2009 11:01:00 AM RPY
Berylfium <(1.0004 mgil. 0.004 Pass 6/9/2009 11:01:00 AM RPV
Nicket <0.004 mgll NJA 6/17/2009 11:21:00 AM RPV
Barium <Q.15 mg/L 2 Pass 6/16/2009 4:35:00 PM RPV
Arsenic <0.003 ma/l. 0.01 Pass 61172009 2:53.00 PM RPV
Antimony <0.004 mg/L 0.006 Pass ©6/15/2008 2:16:00 PM RPV
Cadmium <0.001 mg/L 0.005 Pass ©/15/2009 5:02:00 PM RPV
Thallium <0.001 mg/L 0.002 Pass 6/16/2009 11:06:00 AM  RPV
Lead (Standing) 0.006 mg/L 0.015 Pass 6M11/2009 2:53:00 PM RPV
Selenium <0.01 mg/L 0.05 Pass 6/9/2009 11:01:00 AM RPV
Total Trihatomethanes <0.5 ppb 80 Pass 6/10/2000 12:41:00 PM  RCS2
Benzene <0.5 ppb 5 Pass 6/10/2009 1241:00 PM  RCS2
35 Unregulated VOCs None Detecled ppb N/A 6/10/2009 12:41:00 PM  RCS2
Alachlor ND P/A N/A 6/9/2009 10:00:00 AM  RCS2
s method is quantative only NU = none detected
Carbon Tetrachloride <0.5 ppb 5 Pass 6/10/2009 12:41:00 PM RCS2
Aldrin ND P/A N/A 6/9/2009 10:00:00 AM  RCS2
Chiorobenzene <0.5 ppb 100 Pass 6/10/2000 12:41:00 PM  RCS2
Arochior 1016 ND PIA NIA 6/9/2009 10:00:00 AM  RCS2
1,2-Dichlorobenzene <0.5 ppb 600 Pass 6/10/2009 12:41:00 PM  RCS2
Arochior 1221 N P/A N/A 6/9/2009 10:00:00 AM RCS2
1,4-Dichlorobenzene <Q.5 ppb 75 Pass 6/10/2009 12:41:00 PM  RCS2
Arochlor 1232 ND P/A N/A 6/9/2009 10:00:00 AM  RCS2
1.2-Dichioroethane <0.56 ppb 5 Pass 6/10/2009 12.41:.00 PM RCS2
Arochlor 1242 ND PIA NA 6/9/2009 10:00:00 AM  RCS2
1,1-Dichloroethene <0.5 ppb 7 Pass  6/10/2008 12:41:00 PM RCS2
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@S Suburban Water Testing Labs

Sample Number: 09060450-01 Sife: Kitchen Sink Customer Sample ID:

Collector: JZW-SWTL Collect Date: 6/8/2009 10:28 AM Sample Type: Grab

W
Arachior 1248 ND P/A N/A 6/9/2009 10:00:00 AM  RCS2
cis-1,2-Dichloroethene <0.5 ppb 70 Pass 6/10/2009 12:41:00 PM  RCS2
Arochlor 1254 ND P/A NIA 6/9/2009 10:00:00 AM  RCS2Z
trans-1,2-Dichloroethene <0.5 ppb 100 Pass 6/10/2009 12:41:00 PM  RCS2
Arochior 1260 ND PIA N/A 6/9/2009 10:00:.00 AM  RCS2
Dichloromethane (Methylene Chioride) <0.5 ppb 5 Pass 6/10/2009 12:41:00 PM  RCS2
Atrazine ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
Gamma BHC (Lindane) ND PIA NIA 6/9/2009 10:00:00 AM  RCS2
1,2-Dichloropropane <05 ppb 5 Pass  6/10/2009 12:41:00 PM RCS2
Ethyl Benzene <0.5 ppb 700 Pass 6/10/2009 12:.41:00PM  RCS2
Chiordane ND P/A N/A 6/9/2009 10:00:00 AM RCS2
Methyl-t-butyl ether (MTBE) * <05 ppb N/A 6/10/2009 12:41:00 PM  RCS2
Alpha Chlordane ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
Styrene <05 ppb 100 Pass 6/10/2009 12:41.00 PM  RCS2
Gamma Chlordane ND PIA /A 6/9/2009 10:00:00 AM  RCS2
= Tetrachioroethene <05 ppb 5 Pass 6/10/2009 12.41:00 PM  RCS2
Dieldrin ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
Toluene <Q.5 ppb 1000 Pass 6/10/2009 12:41:00 PM  RCS2
Endrin ND PiA N/A 6/9/2009 10:00:00 AM  RCS2
Heptachior ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
1.24-Trichlorobenzene <0.5 ppb 70 Pass 6/10/2009 12:41:00 PM  RCS2
1,1,1-Trichloroethane <0.5 ppb 200 Pass 6/10/2009 12:41:00 PM  RCS2
Heptachlor Epoxide ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
1,1,2-Trichloroethane <05 ppb 5 Pass 6/10/2009 12:41:00 PM  RCS2
Hexachlorobenzene ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
. Trichloroethene <0.5 ppb 5 Pass 6/10/2000 12:41:00 PM  RCS2
Hexachlorocyclopentadiene ND P/IA N/A 6/0/2009 10:00:00 AM  RCS2
Vinyl Chloride <05 ppb 2 Pass 6/10/2009 12:41:00 PM  RCS2
Methoxychlor ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
Total Xylenes <0.5 ppb 10000 Pass 6/10/2009 12:41:00 PM  RCS2
cis-nonachlor ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
trans-nonachior ND PIA N/A 6/9/2009 10:00:00 AM  RCS2
Toxaphene ND PIA N/A 6/9/2009 10:00:00 AM RCS2
Comments:

Acceptable levels based on the Safe Drinking Water Act 40CFR part 141. This standard may or may not apply in any given situation
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